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Units are shipped out output-enabled by factory default; a jumper is installed between the REMOTE and the Input 

+ terminals.

To use the remote on/off feature, remove the jumper. Short / Open the REMOTE terminal to the Input + terminals 

to turn the unit on / off. 




